three inches = one foot

one and one—half inches = one foot

one inch = one foot

three—quarters inch = one foot

NOTES:

(THIS SHEET ONLY)

@ REMOVE AND HAUL AWAY IN TS ENTIRETY HPS HEATING STEAM
PIPING. TURN OVER TO VA COTR ALL VALVES AND STEAM TRAP
TAGS THAT ARE NOT REUSED.

@ PERMANENTLY CAP BRANCH LINE AS CLOSE TO MAIN AS POSSIBLE.
@ CONNECT TO PIPE PROVIDING STEAM TO PRV 03020 TO HPS

PROCESS STEAM TO THIS APPROXIMATE LOCATION. SEE ENLARGED
PLAN ON SHEET 06-G-002.

D]
)
)

one—half inch = one foot

three—eighths inch = one foot

one foot

one—quarter inch

one foot

one—eighth inch

16

— aolla ol T1T - Al
52888 g &f ] 8 m
Lgtlgd 1y 44
=+ = [
N W
/4 i | _BWGS8 1
UNDER CONSTRUCTION
_____________________________ . U06BOO1
| D — 0
| —Oo{TH
o ‘ ! = T g §
| | ! CAPPED ABOVE |T__—
ORI | CRAWL SPACE —1] AL N
| % U06B002 | |
“ ’ e
| | o I \06-G—003
LPS—HEAT - | I 15D |
| R9)
— MPS—HEAT - = | — — L | G ! g
| 2 — | | |
' ) | | — |
o | LPS—COND | i_ |
| B MPS-COND | o J | ! |
| i MPS—PROC L S - ! }
L,
I |
LPS-HEAT l | |
w = S e
' 6—G-003
I |
‘ : T T I \V I
| I A |
| . I | ]
o | m m : A\ |
I I |
| i\ _________ n .»'
M EN] I l:_l | | [ | | | [ [] [] [ ] | — D
L L Ll_l L L L L L L L L L L L L]
AN l
__________ BUILDING 6
CRAWL SPACE
SCALE: 1/8" = 1-0" 04 ¢ 5
e e —
Drawing Title Project Title Date -
N/ — JUNE 22, 2012 o
- SELORG o, CRAWL SPACE STEAM AND CONDENSATE =
R 4 % Project No. q9)
c e
APPLIED ENGINEERING PIPING SYSTEM STUDY 557-10-109 2 p
SOLUTIONS : — T =
440 Martin Luther King Jr. Bvd.. Suite 401 $ Building Number Checked Drawn DRAWING NO. N E
Macon, Georgia 31201 KEY PLAN 6 PJC JSW 06—G—=001 2 -
(478) 314-1270 FINAL SUBMITTAL Location CARL VINSON VA MEDICAL CENTER O T
Revisions Date WWw.aes—pe.com SCALE: NONE DUBLIN, GEORGIA Dwg. 38 of 87 ||
VA FORM 08-6231A, MAR 1984 U.S.GOVERNMENT PRINTING OFFICE:1984—440—-467
1 2 | | 5 6 7 | 8 9




